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Site Default Settings-as supplied
Date Installed
Unit configuration Celsius, fast scrolling, Electric Defrost
Comments

Channel Descriptions Channel Number 1 2 3 4 5 6 7 8
ELECTRIC / HOT GAS OFF CYCLE

1  Compressor Rack 1: but Setting Units
 not actually enabled Channel on/off on/off OFF OFF OFF OFF OFF OFF OFF OFF
2 Defrost duration minutes 30 30 30 30 30 30 30 30
 Suction*/Comp. output card:point 1:1 10:1 10:1 10:1 10:1 10:1 10:1 10:1
3 Pump down time *  minutes 0 0 0 0
 Liquid line output * card:point 10:1 10:1 10:1 10:1
4 Drain time  minutes 0 0 0 0 not available for 
 Hotgas*/Heater output card:point 10:1 10:1 10:1 10:1 off cycle channels
5 Fan delay time  min:sec 0 0 0 0
 Fan output card:point 10:1 10:1 10:1 10:1
6 Termination sensors  0-4 0 0 0 0 0 0 0 0

Termination Sensor 1 °C 5 5 5 5 5 5 5 5
7 Sensor 1 location card:point 20:1 20:1 20:1 20:1 20:1 20:1 20:1 20:1

Termination Sensor 2  °C 5 5 5 5
8 Sensor 2 location card:point 20:1 20:1 20:1 20:1

Termination Sensor 3  °C 5 5 5 5           not available for
Sensor 3 location card:point 20:1 20:1 20:1 20:1 off cycle channels

System Options Termination Sensor 4  °C 5 5 5 5
Quick or Slow display Sensor 4 location card:point 20:1 20:1 20:1 20:1
°C or °F No. of defrosts per day 0-8 4 4 4 4 4 4 4 4
Electric or Hotgas Start time defrost # 1 hh:mm 0:00 0:00 0:00 0:00 0:00 0:00 0:00 0:00
Use Auxiliary relay * Start time defrost # 2 hh:mm 6:00 6:00 6:00 6:00 6:00 6:00 6:00 6:00
Auxiliary relay location * Start time defrost # 3 hh:mm 12:00 12:00 12:00 12:00 12:00 12:00 12:00 12:00
Time Clock Start time defrost # 4 hh:mm 18:00 18:00 18:00 18:00 18:00 18:00 18:00 18:00
Time clock source Start time defrost # 5 hh:mm - - - - - - - -
Time at synchronising Start time defrost # 6 hh:mm - - - - - - - -
Location of time source Start time defrost # 7 hh:mm - - - - - - - -
Configuration Start time defrost # 8 hh:mm - - - - - - - -
Allow remote setting External initiate on/off OFF OFF OFF OFF OFF OFF OFF OFF

Initiate input location card:point 20:1 20:1 20:1 20:1 20:1 20:1 20:1 20:1
External terminate on/off OFF OFF OFF OFF OFF OFF OFF OFF

   *hot gas systems only Ref: defset8 Terminate input location card:point 20:1 20:1 20:1 20:1 20:1 20:1 20:1 20:1


